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SURFACE SENSOR

LEGEND:

EXISTING RWIS TOWER

1 RC

  

EXISTING SURFACE SENSOR

3

SUBSURFACE TEMPERATURE PROBE

EXISTING SUBSURFACE TEMPERATURE PROBE

ABBREVIATIONS:

DETAIL A 

NO SCALE

     BLUE CANYON (LOCATION 1)

     (Pla 80, PM 53.3)

2

  

RS

PG&E    PACIFIC GAS AND ELECTRIC

LEGEND (THIS SHEET):

EXISTING TYPE 334 CONTROLLER CABINET.

PB, INSTALL PB.

4

SMUD    SACRAMENTO MUNICIPAL UTILITY DISTRICT

2#8

4

4 SLI, ADD 1 SLI

2

RC

CHAIN-ON AREA

C
R

O
S

S
O

V
E

R

RC

RC

RC

2#8

1330’

R/WR/W

1 TC, ADD 1 TC

1 TC, ADD 1 TC

1 TC, ADD 1 TC

1 TC, ADD 1 TC

CMS 031

3"C, 2#8

3"C, 3#4, 2#8

RC

4

ROUTE 80 EB

ROUTE 80 WB

Ctid No. 03190800053922 

EXISTING SUBPANEL

(480-120/240 V)

3#2 FROM EXISTING SERVICE

R/W
2"C, 3#2

D
1
3
0
7

(T)

(T)

AB

4#8, 2#2

4#8, 2#2

2#2

D1309

2#8

2"C, 3#1/0 

6

6
6

DS-29

1

1

2

RCAB

AB

RC

3000 W CMS

EXISTING LOAD:

               500 W RWIS

               348 W SIGN ILLUMINATION

SP, PG&E (120/240 V)

4 SLI, ADD 1 SLI

3"C,2#8, 4 SLI,     4 SLIRC

2"C, 1 SLI

RCAB

3

BLUE CANYON Rd UC

PUTT Rd

CB

4

CC

AB

RC 2 TC, 1 CAT5, ADD 2 TC, 1 CAT6

AB

RC

RC

1 TC, ADD 1 TCRC

2"C, 3#2

2#8

BC

t

t

1�"C, 1 ORANGE FO CABLE

1�"C, 1 ORANGE FO CABLE

R/W

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

SPPC    SIERRA PACIFIC POWER COMPANY

TC      TELEPHONE CABLE

SLI       SENSOR LEAD-IN CABLE

REMOTE PROCESSING UNIT

REMOTE PROCESSING ASSEMBLY

3. SURFACE AND SUBSURFACE SENSORS SHALL BE CENTERED IN LANES.

Br. No. 19-115

(T)
2"C, 1 CAT6

BLUE CANYON Rd

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

2"C,    1 CAT5, ADD 1 CAT6

2 TC, 1 CAT5, ADD 1 TC

(T)

RPURPU

2"C, 3#1/O, 2#2, 4#8, 3#10

2"C, 3#1/0, 2#2, 4#8, 3#10

1200 W TMS & CCTV

ROUTE 80 EB

RC 1 TC, ADD 1 TC

3-25-16

3-28-16

2 33
etc.Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

MODIFYING EXISTING ELECTRICAL

SYSTEM
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APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1 RC

 

TSP

NO SCALE

3#2

1"C, 3 PAIR

D682

  

 

(AT&T)

AT&T CABLE

STORAGE
SAND

1 TC

1 HAR CABLE

1 TC

TMS CONTROLLER CABINET

1 TC

HAR CONTROLLER CABINET

1#4G, 1 DLC

2"C, 4#4, 2#6, 5#14

1#4G, 1 DLC

2"C, 4#4, 2#6, 7#14

7#14, 1#4G, 1 DLC
2"C, 4#4, 2#6,

6

2#6, 2#8

dh

Exist RPU FOUNDATION

D684

ANTENNAHAR

D683

2#6,1#6G

2#10, 2#8, 1 DLC

2#8, 1 DLC

2#8,16 DLC

1 DLC

 2#6, 1#6G

AB

1

(T)

1

DH

2"C, 1 SLI

AB

RC

14 DLC

Ctid No. 0319080R064212

EQUIPMENT ENCLOSURETYPE -AF SERVICE

RC
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L
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2

 

SP, PG&E (120/240 V)

EXISTING LOAD:  4-200 W HPS LIGHTING

               8-310 W HPS LIGHTING

               15-250 W CHAIN ON/OFF LIGHTING

                12 W TRAFFIC COUNTER

                100 W SCAN SYSTEM

                 550 W TMS

                 500 W RWIS

                

(T)

RC

3

3

PB, INSTALL PB.

CISCO GROVE (LOCATION 2)
(Plac 80, PM 63.5)

  
2

  

3"C, 14 DLC

2#6,1#6G, 1 DLC

LEGEND (THIS SHEET):

DETAIL A

THIS SHEET
SEE DETAIL A

ROUTE 80

CISCO OVERCROSSING

ROUTE 80

6 DLC

6 DLC

RC RC 1 SLI

2#6, 1#6G, 2 DLC

1 TC

dh

AB

RC

1 SLI

2"C, 1 TC, 2 SLI,     2 SLI, ADD 1 SLI

TO CMS 038

2#6, 2#8

SUBPANEL

Br. No. 19-118

2"C, 1 TC, 1 SLI,

    
  

RS RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

R/W
R/W

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

3-28-16

3-25-16

03
Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
Var 3 33

etc.

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

MODIFYING EXISTING ELECTRICAL

SYSTEM
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APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1 RC

 

SAND STORAGE 

BUILDING

2"C, 2#8

2#8 2#8

3#2

dhRC

(T)
(T)

(T)

2"C, 1 SLI

2

1

1

1

2"C,     2 SLI, ADD 1 SLI
AB

RC

A
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I
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Ctid No. 0317080R005075

EQUIPMENT ENCLOSURE

TYPE -AF SERVICE

EXISTING LOAD:     20-310 W HPS LUMINAIRES

     8-85 W HPS ISL

     1-100 W SCAN SYSTEM

    1-150 W TRAFFIC COUNTER

     1-3200 W CMS

     1-500 W RWIS

SP, PG&E (120/240 V)

3

AB

AB

AB

RC

RC

RC

RC

RC

RC

PB, INSTALL PB.

AB

DONNER SUMMIT (LOCATION 3)

(Nev 80, PM 5.1)

  
2

  

RS

2 TC2 TC

LEGEND (THIS SHEET):

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

1

o

AB

AB

RC

3

RC

1

(T)CB

Br. No. 17-75

CASTLE PEAK UC

ROUTE 80 EB

AB

2 SLI, ADD 1 SLI

R/W

R/W

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 4 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 

MODIFYING EXISTING ELECTRICAL

SYSTEM
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2#8

2#8

 

 

2#8

2#8

4#8

K299

u

 

 

 

 

 

 

2 TC

1 TC

   2#6, 6#8, 1 5CSC

(T)

t 
 3#4/02"C, 

DH

AB

2"C, 2 SLI

8 DLC

 

 

2#8

2#10

2#8

 

 

 

2"C, 2#8

2#10, 2#8

2#10, 2#8

1

2"C, 2#3/0, 1#3/0 (G), 2#4

2"C, 2#3/0, 1#3/0 (G), 2#4

2"C, 2#3/0, 1#3/0 (G), 2#4

2#10, 2#8

2"C, 2#3/0, 1#3/0 (G), 2#4

2"C, 2#3/0, 1#3/0 (G), 2#4

2#10,2#8
 

 

 
   Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE. 

 Ctid No. 0317080R009071.  

 

DETAIL A
SEE DETAIL A THIS SHEET

NO SCALE

2"C, 2#3/0, 1#3/0 (G),  2#4

1 RC

ABAB

AB

AB

2

EMS

A
L
I
 

H
A

S
S

A
N
I

LUMINAIRES

LUMINAIRES

SIGN LUMINAIRES

1-1200 W

1-50 W

1-8000 W

CCTV

TDC

CMS

RWIS

TMS

 

 
30-310 W HPS

4-200 W HPS

4-85 W ISL

EXISTING LOAD :

1-500 W

2-400 W

 

SP, PG&E (120/240 V)

 

3

3

PB, INSTALL PB.

CABINET (EB TMS)

TYPE 334 

RC

RC

(CCTV)

CABINET

TYPE 334 

2

8 DLC

NO SCALE

2"C,     4 SLI, ADD 1 SLIRC

1 DLC

DETAIL B

SEE DETAIL B THIS SHEET

DONNER LAKE (LOCATION 4)
(Nev 80, PM 9.1)

2

2 TC

2 TC

2 TC

   2 TC

2 TC

 2 TC

LEGEND (THIS SHEET):

R
O

U
T
E
 
8
0
 

W
B

3"C, 10#8, 4#2, 1#2G

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

1 DLC

Br. No. 17-76

DONNER LAKE UC

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

R
/

W

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

R
/

W

2"C,     4 SLI, ADD 1 SLIRC

(WB TMS)

TYPE 334 CABINET

   2#6, 6#8, 1 5CSC

   2#6, 6#8, 1 5CSC

   2#6, 6#8, 1 5CSC

   2#6, 6#8, 1 5CSC

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 5 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 
MODIFYING EXISTING ELECTRICAL

SYSTEM
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

2

1 RC

u

dh

2#10

E
C

H
O
 
S

U
M

M
I
T
 

M
A
I

N
T
E

N
A

N
C
E
 
S
T

A
T
I

O
N

R/W

TO PLACERVILLE

2"C, 2#6

AB

RC

AB

2#8

MAINTENANCE BUILDING

2

2"C, 2#10, 2#8

6(T)

(T)
RC

A
L
I
 

H
A

S
S

A
N
I

R/W

1

Exist LOAD: 400 W LIGHTING

            250 W WATER PUMP

            50 W TANK MONITOR

            300 W DIESEL PUMP

            2500 W WATER HEATER

            1600 W TOS

            500 W RWIS

ABBREVIATION:

ETR   ELECTRONIC TAG READER

SP PG&E (120/240 V)

PB, INSTALL 6(T) PB.
Ctid No. 0325050006740

EXISTING TYPE III-AF SERVICE EQUIPMENT ENCLOSURE

ECHO SUMMIT (LOCATION 5)
(ED 50, PM 66.8)

  
  

1 TC

 

       

LEGEND (THIS SHEET):

R/W

ROUTE 50

ECHO SUMMIT

DH

3"C, 2 ETR, 1 MVDS CABLE

2"C, 1 SLI

3

AB

3

1 TC, 3 SLI,     3 SLI, ADD 1 SLI

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

R/W
m

m

(Typ)

Exist ETR ANTENNA

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

2"C, 1-CCTV CABLE

4"C, 2 ETR, 1 MVDS AND 1-CCTV  CABLE 

2"C, 1-CCTV CABLE

2-3"C, 2 ETR, 1 MVDS AND 1-CCTV CABLE, 2#8

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 6 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM MODIFYING EXISTING ELECTRICAL

SYSTEM
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APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

t

C
A

R
N

E
L
I

A
N
 

W
O

O
D

S
 

A
v
e

2

1

ROUTE 2
67

TO TRUCKEE

T
O
 

K
IN

G
S
 
B
E

A
C

H

1

2

EXISTING 2"C, 3#2.

3

1

2

4

5

5

7

6

7

6

8 14

9

10

3

11

12

10

9

8

13

14

15 12 11

EXISTING TYPE 334C CONTROLLER CABINET.

DETAIL A

SEE DETAIL A

2#8 (120 V, TDC), 2#8 (120 V, RWIS).

EXISTING 2"C, 2#8 (120 V, CCTV/TMS), 

m

AB

Ctid No. 03192670006700, 120/240 V.

EXISTING TYPE III-AF SERVICE EQUIPMENT ENCLOSURE,

EXISTING 1�"C, 2#8 (120 V, TDC).

EXISTING 1�"C, 2#8 (120 V, RWIS).

EXISTING 1�"C, 2#8 (120 V, CCTV/TMS).

R/W

R/W

R/
W

R
/

W

4

3

15

2"C,     1 SLI, ADD 1 SLI.

RC

RC

A
L
I
 

H
A

S
S

A
N
I

EXISTING LOAD:   500 W RWIS

               1200 W CCTV

                500 W MVDS

14

(T)

DH

PB, INSTALL PB.

LEGEND (THIS SHEET):

BROCKWAY SUMMIT (LOCATION 6)
(Pla 267, PM 6.7)

EXISTING 1�"C, 2 TC.

EXISTING 1�"C, 1 TC.

NO SCALE

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

SP, SPPC (120/240 V)

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

EXISTING 1�"C, 1 TC, 1-CCTV ABLE, 1 MVDS CABLE, 1 CAT-5E.

EXISTING 2"C, 1 TC, 1-CCTV CABLE, 1 MVDS CABLE, 1 CAT-5E.

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 7 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 

MODIFYING EXISTING ELECTRICAL

SYSTEM
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APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1"C, 2#8

6

AB

2"C, 2#6, 2#8

2"C, 2#6, 2#8, 2#12

TRUCKEE RIVER BRIDGE AND OVERHEAD

1 RC

1

2#12

9A 9A 9A

2

AB

3

2"C,      2 SLI, ADD 1 SLIRC2"C,      2 SLI, ADD 1 SLIRC

2"C,     3 SLI, ADD 1 SLIRC

2"C,     2 SLI, ADD 1 SLIRC

A
L
I
 

H
A

S
S

A
N
I

2-2"C,     3 SLI, ADD 1 SLIRC

PB, INSTALL PB.

(T)

t

EXISTING LOAD:  5- 200 W HPS LIGHTING
             1-500 W RWIS

             1- 350 W TDC

3

SP, PG&E (120/240V)

Ctid No. 031726700004000 
Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE 

TRUCKEE BYPASS (LOCATION 7)
(Nev 267, PM 0.4)

  
2

  

  
  

1�"C, 1 TC

1"C, 1 TC

1"C, 1 TC

LEGEND (THIS SHEET):

G
L

E
N
S

H
I
R

E
 

D
r

CB

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

Br No.  17-0098

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 8 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 

MODIFYING EXISTING ELECTRICAL

SYSTEM
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APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’
E-8

2"C, 2#6

1

1

 

A
L
I
 

H
A
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S

A
N
I

 

SP, PG&E (120/240 V)

EXISTING LOAD:  500 W RWIS
            1200 W CCTV

CHILES Rd (LOCATION 8)
(Yol 80, PM 5.7)

Ctid No. 03220800005700 
Exist TYPE 1B SERVICE EQUIPMENT ENCLOSURE 

  
  

2

2

LEGEND (THIS SHEET):

C
H
I
L

E
S
 

R
d

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

R/W

CCTV

2"C, 2#6

INSTALL OFF-PAVEMENT SENSOR ON TOWER PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

2"C, 1- CCTV CABLE

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 9 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 

MODIFYING EXISTING ELECTRICAL

SYSTEM



x

x

x

x

x

Dist COUNTY ROUTE
POST MILES

TOTAL PROJECT

SHEET

No.

TOTAL

SHEETS

L
A

S
T
 

R
E

V
I
S
I

O
N

S
T

A
T

E
 

O
F
 

C
A

L
I
F

O
R

N
I

A
 
 
-
 
 

D
E

P
A

R
T

M
E

N
T
 

O
F
 

T
R

A
N

S
P

O
R

T
A

T
I

O
N

No.

Exp.

R
E

G
I

S
T

E
R

E

D
P

ROFESSIONA
L

E
N

G
I

N
E

E
R

S

T
A
TE

OF CALIF
ORN

IA

T
I

M
E
 

P
L

O
T

T
E

D
 

=
>

D
A

T
E
 

P
L

O
T

T
E

D
 

=
>

1
0
:
2
0

1
9
-

M
A

Y
-
2
0
1
6

C
H

E
C

K
E

D
 

B
Y

D
E

S
I

G
N

E
D
 

B
Y

C
A

L
C

U
L

A
T

E
D
-

R
E

V
I
S

E
D
 

B
Y

D
A

T
E
 

R
E

V
I
S

E
D

PLANS APPROVAL DATE

DATE

F
U

N
C

T
I

O
N

A
L
 

S
U

P
E

R
V
I
S

O
R

R

COPIES OF THIS PLAN SHEET.

THE ACCURACY OR COMPLETENESS OF SCANNED

OR AGENTS SHALL NOT BE RESPONSIBLE FOR

THE STATE OF CALIFORNIA OR ITS OFFICERS ELECTRICAL
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RUPINDER PAL GILL
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’ E-9

1�"C, 2#8

1�"C, 12 SMFO

2#8

2#8

(T)

 2"C, 1 SLI

3

2

2

1

1 RC

2

3

4

AB

 2"C, 1-48 SMFO, 11 DLC

(T)
DH

CCTV 

NO SCALE

DETAIL A 

AB

RC

RC

A
L
I
 

H
A

S
S

A
N
I

 

DETAIL B

NO SCALE

SP, PG&E (120/240 V)

4

 3"C, 3 DLC, 2 ANTENNA CABLES, 3 SLI,

AB

1�"1C, 2#8

2"C, 1-48 SMFO, 11 DLC

EXISTING LOAD:  15 W TRAFFIC COUNTER
               300 W FB/EMS
               200 W FB
               400 W HAR
               500 W RWIS

3"C, 2#2, 2#10

3"C, 2#2, 2#10

1-48 SMFO, 1-12 SMFO

  3 SLI

PB, INSTALL PB.

RC 2"C,     3 SLI, ADD 1 SLI

TRUCKEE SCALES (LOCATION 9)
(Nev 80, PM 19.3)

  
  

1 TC

1�"C, 1 TC

LEGEND (THIS SHEET):

R/W
R/W

Ctid No. 03170800019300
Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE

THIS SHEET
SEE DETAIL B

THIS SHEET
SEE DETAIL A

  
  

RS

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.

RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

1�"C, 1 TC

1�"C, 1 TC

1�"C, 1 ORANGE, 12 SMFO

1�"C, 1 ORANGE, 12 SMFO

1"C, 1 ORANGE, 12 SMFO

1�"C, 1 ORANGE, 12 SMFO

3"C, VARIOUS COMM CONDUCTORS

INSTALL SUBSURFACE SENSORS PER MANUFACTURER’S RECOMMENDATIONS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RPU

1 TC, 1-CCTV CABLE

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 10 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM 

MODIFYING EXISTING ELECTRICAL

SYSTEM



E-10

u

(T)

K569

KS85

  1-300 W RWIS

2"C, 2#6

2"C, 2#6

2"C, 2#6

2"C, 2#6

2#84#8

2-3"C, 2#8, 1-CCTV CABLE

2#10

V

K568

R/W

R/W

R/W

R/W

ROUTE 80

dh

DETAIL A

(T)

AB

2"C, 3#2

2#4

3"C, 4#6, 2#4, 4#8, 2#10, 3#14

K570

K568

DH

  2"C,4#6,
    3#14

2

1

 Ctid No. 031708000272900

NO SCALE

AB RC

2"C, 1 SLI

3 SLI, ADD 1 SLIRC

4#8

 1#6 BARE COPPER
RG-8 COAXIAL CABLE,

t

FLORISTON (LOCATION 10)

 Exist LOAD:

  2-175 MV SIGN LIGHTING 
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RUPINDER PAL GILL
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

 Exist TYPE III-CF SERVICE EQUIPMENT ENCLOSURE

  1-400 W HAR

RPU

RC

2

(Nev 80, PM 27.3)

LEGEND (THIS SHEET ONLY):

SP,

1 TC

2"C, 3 TC

2 TC

THIS SHEET
SEE DETAIL A

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL SUBSURFACE SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

1

  6-310 W HPS LIGHTING 

2"C, 4#6, 4#8, 3#14

CABLE
1-CCTV

2 TC

Exist CCTV

CABINET
Exist HAR

  2-150 W FLASHING BEACON Exist GUARD POST

Exist GUARD POST

CB

3 SLI, ADD 1 SLIRC

3 SLI, ADD 1 SLIRC

 SPPC  (120/240 V)

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 11 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM



BRYTE BEND (LOCATION 11)

3000 W CMS

2"C, 2 DLC

2"C, 2 DLC

AS-246

AS-245

2"C, 3#6

2"C, 1 CAT-5E 

2"C, 6 DLC

ROUTE 80

               400 W RWIS

6(T)

6(T)

6

6

1200 W TMS & CCTV CONTROLLER

               348 W SIGN ILLUMINATION

E-11

 

R/W

CMS

2"C, 3#4

u

2-3"C, 12 DLC, 1 CAT-5E
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RUPINDER PAL GILL

16642

06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

LEGEND (THIS SHEET ONLY):

2 INSTALL OFF-PAVEMENT SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

Exist LOAD:

2"C, 3#6

3#6 (CMS)

(CONTROLLER CMS),

3#6

1 HARNESS No. 5,1-TC
3"C, 3#6, 1#8, 1 HARNESS No. 4,

2

2-3"C, 1 HARNESS No. 4 AND

OUTDOOR-RATED CABLE, 1-TC
1 HARNESS No. 5, 1 CAT-5E

 Ctid No. 0324080M000420 
Exist TYPE III-AF SERVICE ENCLOSURE CABINET

(Sac 80, PM 0.4)

SEE DETAIL A THIS SHEET

SP, SMUD (120/240 V)

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

TO AUBURN

TO DAVIS

2"C, 1 TC

 HARNESS No. 5, 1 TC
3"C, 3#6, 1#8, 1 HARNESS No. 4, 1 

 HARNESS No. 5, 1 TC
HARNESS No. 4, 1
3"C, 3#6, 1#8, 1  

1-CCTV CABLE, ANTENNA CABLE

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 12 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM
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ENTERPRISE (LOCATION 12)
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PATH

ROUTE 
80

TO SEISMOLOGICAL CABINET
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2"C, 1-CCTV CABLE
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t
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u

4 SLI, ADD 1 SLIRC

AB
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RELATIVE BORDER SCALE

IS IN INCHES

0 1 2 3
UNIT 0402 PROJECT NUMBER & PHASE 03130001951BORDER LAST REVISED 7/2/2010
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RUPINDER PAL GILL

16642

06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

LEGEND (THIS SHEET ONLY):

RC

1

SP

(Yol 80, PM 8.9)

1 SLI, ADD 1 SLI

4 SLI, ADD 1 SLI

2 SLI, ADD 1 SLIRC

RC

4 SLI, ADD 1 SLIRC

CB

1 TC

1 TC

2"C, 1 TC

1-TC

Exist SEISMOLOGICAL CABINET

 OFF-RAMP

ON-
RAMP

L
E

V
E

E
 

THIS SHEET
SEE DETAIL A

SP, PG&E (120 /240 V)

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL SURFACE SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

Exist

Ctid No. 0322080000896

Exist TYPE III-AF EQUIPMENT ENCLOSURE

Exist CCTV

BRIDGE No. 22-0044

YOLO CAUSEWAY

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 13 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM
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EXPOSITION (LOCATION 13)
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S

R/W

R/W

R/W

R/W

2"C, 2#8
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AMERICAN RIVER BRIDGE No. 24-0003 

ROUTE 51

2-3"C, 12 DLC, 2#10
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R/W

R/W
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R/W

R/W
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M
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2"C, 3#2

u

(AS-162)

Ctid No. 03240510003137

AB

1

 

RC1

AB

(T)

2

2"C, 3#2

AB

AB

RC
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AB

2

RPU

T

Exist LOAD:

35 W TDC

390 W TMS

200 W CCTV

120W RWIS

300 W CMS
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

LEGEND (THIS SHEET ONLY):

PB, INSTALL PB

3

Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE

RC

RC

RC

AB

3

(Sac 51, PM 3.0)

DH

2"C, 4#10, 2#8 (LCMS),

0
3
-
1
5
-
1
6

DETAIL A

NO SCALE

THIS SHEET
SEE DETAIL A

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

ADD 1 SLI
4 SLI, 

INSTALL SURFACE SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

2"C, 2#10

 2#6

2�"C, 12 DLC, 2#6

2"C, 12 DLC, 2#6 2"C, 12 DLC, 2#6

2"C, 12 DLC

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 33

3-25-16

3-28-16

14

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM



2"C, 4#6

2"C, 2#8

ROUTE 5

R/W

R/W

2"C, 2#8, 4#
6

2"C, 4#6

2"C, 4#6

3"C, 4#6

ELKHORN (LOCATION 14)

600’ 
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RUPINDER PAL GILL

16642

06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

 

1

2

1-400 W HAR

Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE

1 2

(Yol 5, PM 0.8)

LEGEND (THIS SHEET ONLY):

TO WOODLAND

TO SACRAMENTO

YOLO BYPASS BRIDGE No. 22-124 R/L

  
  

RS RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS

 E-19 AND E-21.

 INSTALL OFF-PAVEMENT SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

2"C, 2#8, 4#
6

MAIN DISCONNECT AND SUBPANEL

Exist IRRIGATION PUMP CABINET WITH

Exist CCTV

3"C, 4#6

2"C, 2#6, 1-
CCTV CABLE

Exist CCTV CABINET

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 15 33

3-25-16

3-28-16

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

MODIFYING EXISTING ELECTRICAL

SYSTEM



(A1598)
(1599)

(A1472)

(AS-98)

(A1473)

(A1474)

R/W
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R
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R
D

S
 

B
l
v
d

RICHARDS Blvd UC
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ROUTE 5
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03240990018590

ON-RAMP
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(T)

1 RPU
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AB
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OFF-RAMP
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RUPINDER PAL GILL

16642

06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

1

INSTALL OFF-PAVEMENT SENSOR PER MANUFACTURER’S RECOMMENDATIONS.2

2

RICHARDS BLVD (LOCATION 15)

RC

RC

RC

(Sac 5, PM 24.8)

LEGEND (THIS SHEET ONLY):

SP, SMUD

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

Exist LOAD:  640 W RWIS

Exist TYPE III-AR SERVICE EQUIPMENT ENCLOSURE

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 16 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM



R/W

R/W

ROUTE 99

RWIS TOWER

SOUTHERN PACIFIC RAILROAD

TO SACRAMENTO

MCCONNELL OVERHEAD
Br No. 24-73R

E-16

AB

Ctid No. 03240990008744

RS

RS
AB

AB

Br No. 24-0073 R

MCCONNELL OVERHEAD (LOCATION 16)

AB

AB

RC

DETAIL A
NO SCALE
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

RC

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

RC

RC

AB

(Sac 99, PM 8.7)

0
3
-
1
5
-
1
6

Exist LOAD:   640 W RWIS

SP, SMUD (120/240 V)

THIS SHEET
SEE DETAIL A

CONTROLLER CABINET
TYPE 334

AB
RC

RS
EQUIPMENT ENCLOSURE
TYPE III-AF SERVICE

LEGEND (THIS SHEET ONLY): 

 
RS1 RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS.

AB

1

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 33

3-25-16

3-28-16

17

SYSTEM

REMOVING EXISTING ELECTRICAL

 ROADSIDE WEATHER INFORMATION SYSTEM



BIKE PATH

TO TRUCKEE

TO 
TAHOE 

CI
TY

ETW

ETW

ETW

E-17

RAMPART (LOCATION 17)

Z
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H
R
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N
I

K
N

A
F

S

R/
W

R/W

R/W

R/W

ROUTE 89

2"C, 3#2

2"C, 2#10

2"C, 2#10

DH(T)

1

RPU

TC-184

dh

     Ctid No. 03190890010443

         

2

TSP

VIDEO CAMERA

MVDS

BC

RC

RC 3 SLI, ADD 1 SLI

AB

Exist

x

x

x

x

x
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RUPINDER PAL GILL

16642

06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

ETW

 

RC1

 

2

PB, INSTALL PB

3

Exist TYPE III-AF SERVICE EQIPMENT ENCLOSURE

(Pla 89, PM 10.4)

LEGEND (THIS SHEET ONLY):

3

SP, SPPC (120 /240 V)

t

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL SUBSURFACE SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

1 TC

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 18 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM



TO KINGS BEACH

TO TAHOE CITY

ROUTE 28

E-18

DOLLAR (LOCATION 18)
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F

S

dh

R/W

R/W

R/W

R/W

t

2"C, 3#2
TC-183

(T)

2"C, 2#10

1

2

DH

TSP

RPU

2"C, 2#10

RC

AB

2"C,    3 SLI, ADD 1 SLIRC

BC

MVDS
CCTV

Exist

Ctid No. 03190280003049

Exist LOAD:

200 W RWIS
200 W LIGHTING
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x

x

x
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06-30-16

APPROVED FOR ELECTRICAL WORK ONLY SCALE: 1" = 50’

1. FOR ACCURATE RIGHT OF WAY DATA, CONTACT

  RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

NOTES:

2. EXISTING UTILITY FACILITIES HAVE NOT BEEN PLOTTED ON THESE PLANS.

 

 

RC1

 

2

PB, INSTALL PB

3

350 W TDC

Exist TYPE III-AF SERVICE EQUIPMENT ENCLOSURE

200 W CCTV

AB

3

(Pla 28, PM 3.0)

LEGEND (THIS SHEET ONLY):

(120/240 V)SP, SPPC

  
  

RS
INSTALL NEMA 3R ENCLOSURE 30" x 24" x 10". INSTALL COMPONENTS PER SHEETS E-19 AND E-21.
RPU ENCLOSURE, RWIS COMPONENTS INSIDE THE RPU ENCLOSURE AND TOWER SENSORS,

INSTALL SUBSURFACE SENSOR PER MANUFACTURER’S RECOMMENDATIONS.

1 TC

Sac,Yol

ED,Nev,Pla,

51,80,

5,28,50,
03

etc.
Var 19 33

3-25-16

3-28-16

MODIFYING EXISTING ELECTRICAL

MODIFY ROADSIDE WEATHER INFORMATION SYSTEM

SYSTEM
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NOTES ON PULL BOXES:

TOP VIEW

SECTION A-A

TRAFFIC PULL BOX

STARTING 1" FROM EACH CORNER.

SEE NOTE 2.

 

FOR ADDITIONAL DETAILS, SEE REVISED STANDARD PLAN RSP ES-8B.

WELDING SHALL COMPLY WITH REQUIREMENTS IN STANDARD SPECIFICATION SECTION 75.
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GROUT

(UNLESS PAVEMENT/SIDEWALK COVER)

5’ Min
 PCC

PULL BOX
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CONDUIT (Typ)

PCC ENCASEMENT (3" Min SURROUNDING CONDUIT)
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